NOTE:
1. Secondary terminal box shall be provided with removable gland plate without hole.
2. Secondary Terminal Box shall be provided with Cover.
3. MS Sheet thickness for terminal box 3 mm & for Cover 2 mm.
4. Degree of Protection: IP 55

TERMINAL CAT-M, 800 V

EARTHING TERMINAL

CAT-M3 TERMINALS

CATAN DELTA TESTING TERMINAL

320 ±60

FRONT VIEW

200 ±50

SIDE VIEW

TANK WALL

Sec. Box Cover Plate

EPOXY BLOCK

ANGLE 30°x30°

CAT M3, 800 V STUD TYPE TERMINALS

GLAND PLATE REMOVABLE WITHOUT HOLE SIZE 220x80x3 THICK.