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REQUIREMENT OF BOLTS, NUTS AND WASHERS
SIZE QTY. | GRADE | REMARKS
M160x45 MM L. 32 56 | BOLTS & NUTS
M16#xS0MM Lg. 48 56 | BOLTS & NUTS
16¢x3.5MM THICK 80 - SPRING WASHER

NOTES:

i ALL DIMENSIONS ARE IN mm UNLESS OTHERWISE SPECIFIED.
2. BOLT SYMBOLS 169 -h-= 17.5¢ HOLES

asuﬁlu 17.5¢ HOLES FOR STEP BOLTS

3. ALL ERECTION MARKS ARE TO BE PREFIXED WITH “'7784DA"

4, STRUCTURAL STEEL SHALL BE AS PER IS 2062-2011

(i) MILD STEEL — GRADE E250 QUALITY A — UNLESS OTHERWISE SPECIFIED.

(i) "H” STANDS FOR HIGH TENSILE STEEL - GRADE E350 QUALITY A

5. BOLTS & NUTS SHALL CONFORM TO IS : 12427-2001 (R-2007) FOR DIMENSIONS
AND IS : 1367 (PART 3)-2002 FOR MECHANICAL PROPERTIES

6. GALVANISING SHALL CONFORM TO 15:2629-1985 (R-2006) & 15:4759-1996 (R-2006)

7. SPRING WASHER SHALL BE CONFORM TO IS 3063-1994 (R-2004)

8. STEP BOLTS 'SHALL BE PROVIDED ON THE DIAGONALLY OPPOSITE LEGS.
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